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See UM Consultant Procedures and Design Guidelines. All design guidelines posted are applicable. 
Information below supplements and supersedes information provided in Appendix F of those 
documents. 
 

1. The following MUHC guidelines and policies must be requested from the Project Manager 
to ensure the most up-to-date requirements are incorporated in the project. 

 
• Navex Policies: 

o Facility – Construction, Renovation, Maintenance Risk Assessment 

o Building Risk Assessment Categorization 

o Safety Management - Crane Operations 

o Safety Management - Electrical Safety Program- Appendix F: Energized 

Electrical Work Permit 

o Facility - Building Systems Risk Categorization 

o Facility - Construction, Renovation, Maintenance Risk Assessment 

o Facility - Designing and Installing Utility Systems 

o Facility - Furniture Procurement  

o Facility - Governing Space Planning 

o Facility - Mold Prevention, Assessment & Remediation 

o Facility - Tobacco Free 

o MU Health Care - Use of Public Spaces 

o Life Safety - Alcohol Based Hand Sanitizer Product Management 

o Life Safety - Alternate Life Safety Measures 

o Life Safety - Barrier Management 

o Life Safety - Fire Alarm System Impairment 

o Life Safety - Fire Drills 

o Life Safety - Fire Watch/Sprinkler System Impairment  

o Life Safety - Hot Work Permit 
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